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Introduction

ÁAnalysis of wind turbine failures

ÁDrive train monitoring

ÁAnalysis of electrical signals

ÁProcess modelling

ÁPhysics of failure analysis

ÁSummary and recommendations



Reliability & Downtime & 
Subassemblies, EU

RELIAWIND Training Course, 
SKF, Netherland 
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LWK Failure Rate, approx 5800 Turbine Years

WMEP Failure Rate, approx 15400 Turbine Years

LWK Downtime, approx 5800 Turbine Years

WMEP Downtime, approx 15400 Turbine Years
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Failure/turbine/year and Downtime from 2 Large Surveys of European Wind Turbines over 13 years



Drive Train Test Data

Gearbox/Generator Test RigElectrical Generator Test Rig

Large wind turbine CMSSmall wind turbine CMS



Monitoring Generators

ÁMathematical modelling

ÁTest rig simulations of faults

ÁNumerical analysis of test rig and real turbine 
data

ÁValidation against actual faults



Frequency Analysis of 
Healthy and Faulty DFIG
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a) Healthy DFIG
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b) Stator winding open circuit fault



Wavelet Analysis

ÁExtract particular component of electrical 
power signal using a wavelet

ÁAnalyse magnitude of particular frequencies 
(which may vary in time) indicative of faults

ÁHigh magnitude indicates fault

ÁGenerator misalignment leading to possible 
bearing failure



Analysis of Test Rig Faults

NormalFaultNormal Fault Normal

2sf1 - Relatively low frequency signal which can be monitored



Analysis of Real Turbine Data
after the event
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Physics of Failure Using 
SCADA Data

ÁFMEA analysis to determine failures, causes 
and indicators

ÁIdentify key failure indicators from data

ÁDevelop theoretical damage model

ÁMonitor damage accumulation

ÁDetermine probability of failure 



Process Modelling Using 
SCADA Data

ÁTime series 
process model of 
generator bearing 
temperature

ÁCompare actual 
with prediction

ÁDiscrepancy 
possible indicator 
of fault

Large number of 
positive 

temperature 
deviations: 

bearing failure 
occurred



Analysis of Real Turbine CMS Data
After the event
Gearbox Bearing Failure

Brass bearing cage on 
intermediate stage  

collapsed



Gearbox Failure SCADA Data

Turbines with failed 
gearboxes in top 25th

percentile in terms of 
hours at rated power: 

High cycle fatigue due to 
poor contact conditions 

between roller and 
raceway and occurring at 

conditions of high 
stationary power

Based on a large US wind farm



Damage Model - Reliability

Distribution of calculated reliability based on damage calculation 

for specific failure mode ñbearing High Cycle Fatigue due to edge 

loadingò

Turbines with failed gearboxes

Damage Accumulation 
Model Based on Electrical 
Power and Rotor Speed



Summary and 
Recommendations

ÁDrive train key focus for condition monitoring

ÁElectrical power (high, medium, low frequency 
ςgive different information), temperature, oil 
and vibration monitoring 

ÁSCADA data valuable for process and damage 
modelling

ÁCombined approach ςuse several indicators 
to give confidence in prediction of the 
probability of failure of subassemblies 


